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RESEARCH IN CLASSROOM THERMAL ENVIRONMENT AT GARDENHILL
SCHOOL IN LA MIRADA, CALIFORNIA.

5] BY- HOWATT, CLARKE T.
1 : UNIVERSITY OF SOUTHERN CALIFORNIA, 1L.OS ANGELES
A PUB DATE 61
.

EDRS PRICE MF-$0.50 HC-%2.48 GOP.

‘DESCRIPTORS- #AIR CONDITIONING EQUIPMENT, ThLATING, FTHERHMAL
ENVIRONMENT,; CLASSROOM ENYWIRONMENT, CLIMAYE CONTROL,

] TEMPERATURE, CALIFORNIA

TH1IS IS A FINAL REFORT OF A STUDY OVER A FOURTEEN MONTH

@ é PERIOD FROM APRIL, 1959 TO JUNE, 1960 OF HEATING AND COOLING
NG TWO SCHOOL CLASSROOMS AND A COMPARISON WITH A THIRD CLASSROOM
;?, IN WHICH THERE WAS HEATING AND FRESH AIR CIRCULATION ONLY.

ALL THREE ROOMS HAD AN AIR-FLOW DISTRIBUTION SYSTEM. A
TYPHOON HEAT PUMP EROVIDED HEATING AND COOLING IN ONE ROOM
AND AN ARKLA-SERVEL ABSORFTION UNXT SERVED THE OTHER. THE
. T4IRD ROOM WAS HEATED BY A HAYES DIRECT FIRED GAS FURNACE.
OBJECYIVES OF THE STUDY WERE--(1) TO DETERMINE THERMAL
- DIFFERENCES BETWEEN THE TWO ROOMS WHICH WERE HEATED AND
A COOLED AND THE THIRD WHICH HAD ONLY HEATING AND VENTILATION,
4 (2) 7O DETERMINE HOURS OF COOLING AND HEATING, (3) TO
o DETERMINE COOLING LOADS AS THEY VARY VITH OUTSIDE TEMFERATURE
> AND THE EFFECT OF AIRFLOOR, AND (4) TO DETERMINE UTILITIES
CONSUMPTION OF THE HEAT PUMP, ABSORFTION UNIT, AND THE
CONVENT JIONAL FURNACE. NUMEROUS VARIABLES WERE CONTROLLED FOR
MORE AZCURATE COMPARISON. A SUFPLEMENT CONTAINS AN.OFERATING
COST ANALYSIS. (RH)
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IN LA MIRADA, CALIFORNIA

| U.S. DEPARTMENT OF HEALTH, EDUCATION & WELFARE
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Airfloor Company of California, inc.
Southern California Edison Company

Southern California Gas Company
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Assistant Professor
Department of Mechanical Engineering
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CLARKE T. HOWATT
ENGINEERING CONSULTANT
6478 NANCY STREET
LOS ANGELES 48

Los Angeles, California

Airfloor Company of California, Ince
Southern Cslifornia Edison Company
Southern California Gas Company

c/o Southern California Gas Company
Downey, California

Subject: Final report, Classroom Thermal Envirorment Experiment
Gentlemen:

Attached is the final report for the Classroom Thermal Environment
Experiment conducted at the Gardenhill School, La Mirada, California,
from April 9, 1959 through June 17, 1960, This report is a compilation
of selected material presented in the monthly reports, in addition to
a description of the test, test data, and a discussion of the results
obtained dur;ng the 13 month test period. The temperature data is
accurate to = 1°F. except in cases where the data is used in the load
analysis where the accuracy is increased by repeated instrument
calibration to & 0.,5CF, The utility consumptions have the accuracy

of commercial metering equipment as installed by the utilities.

Sincerely yours,

A

Clarke T. Howatt
Asgsistant Professor
University of Southern California
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This is a study of heating and cooling two
school classtooms and comparison between
these two rooms and a third classroom in which
there was heating and fresh air circulation only.
All three of the rooms had an Airfloor air
distribution system. The heating and cooling
was accomplished in one room by a Typhoon
Heat Pump, and in 2 second room by an Arkla-
Servel Absorption Unit. The third rcom was
heated by a Hayes Dizect Fired Gas Furnace.

The objectives of this study were to deter-
mine the following:

1. Thermal differences between two class-
rooms equipped with heating and cooling
and a third room equipped with heating
and vencilation only, all three rooms using
an Airfloor distribution system. -

Hours of cooling and hours of heating.

3. Cooling loads as they vary with outside
temperature and the effect of Airfloor on
them.

4. Utilities consumption of the heat pump,
absorption unit, and the conventional
furnace.

The rooms with cooling were occupied by
first grade children; the third room with heat-
ing only contained second grade children. The
physical layout of the three rooms was the
same. The two rooms with cooling had the
same exposures and insulation, were subjected
to approximately the same air circulation, had
the same load as a result of natural elements,
and approximately the same internai load. Both
of these rooms had two walls that are com-
mon to adjoining rooms provided with cooling
also. The third room was like the two rooms
with cooling with the exception that it had no
roof insulation, and two of its walls were com-
mon to adjoining rooms that had no cooling.

It was not the purpose of this study to
evaluate psychological conditions or benefits to

N

Foreword

and reactions of students and teachers.

With the backing of the Norwalk-La Mirada
School District and the support of the Archi-
te tural and Engineering firm of Kistner,
Wright and Wright, consultants for the
Norwalk-La Mirada School District, the Gar-
denhill Elementary School of La Mirada was
selected as the site for the experiment.

A Typl.oon Heat Pump, Model TAS 31 of
three-ton capacity and an Arkla Servel, Model
500 air conditioner of three and one-half ton
capacity weie provided for the test. The equip-
ment was installed in late fall of 1958, with
the test beginning in April, 1959 and continu-
ing into June, 1960.

The air distribution was through an Airfloor
panel system. In this system the air was dis-
charged from the heating-cooling units into a
supply trench which runs below grade along
one side of the classtoom. From the trench the
air, contained between a sub-slab and Airfloor
forms, passed through the floor to the opposite
side of the room where it was discharged into
the room. After circulating across the room the
air entered the return registers where it was
mixed with fresh air and recirculated.

The design conditions were taken as follows:

WINTER
Ouiside — 35°F. db Room — 70°F. db

SUMMER
Outside — 95°F. db Room — 75°F. db
70°F. wb 50% RH

Kistner, Wright and Wright established the
design sensible heat load on cooling to be 39,779
Btu per hour and on heating to be 25,418 Bt
per hour. Their latent load calculation based
on 31 people was 7,750 Btu per hour, giving a
total load on cooling of 47,529 Btu per hour.
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Summary

The experiment took place over a period of
nearly fourteen months from the first of April,
1959 through the midd!e of June, 1960. During
this time the daily outside high temperature
ranged from 58°F. to 103°F., whereas the daily
low ranged from 38°F. to 75°F. Several of the
100°F. plus days occurfed on weekends, with
no classes in session, and those which did not
occur on weekends came during the latter part
cf June and July during which time the rooms
were not occupied. However, there were several
school days in which the high temperature ex-
ceeded 95°F. The graphs on pages 50 to 54
depict the room temperatures as they varied
throughout the day for a 96°F. day. From the
sratistical analysis of the fourteen months, the
data showed that the relationship between out-
side temperarure and excess temperatures of
non-cooled room over rooms provided with
cooling existed as follows:

Excess Temperature

Outside High  Of Mon - Cooled Room

Temperature Over Cooled Rooms

7 2°F. 2°F,

76°F. 3°F,

79°F. 4°F,

86°F. 59 — 6°F.
92°F, 6° — 8°F.
96°F. 9° —12°F.
100°F. 13°F.

With the thermostat settings in the ccoled
rooms set with 68°F. — 73°F. limits, the daily
high temperature in the Tyophoon room aver-
aged between 75°F. and 77°F. When the out-
side temperature went in the high 90°F. range,

both rooms had temperatires 2°F.—3°F. higher
than these averages. A more comprehensive
view of the thermal variation is given in the
Thermal Environment Section.

It was necessary for the units to provide cool-
ing every day of the fourteen month period
in which students occupied the classroom. The
duration of cooling time was dependent both
upon daytime temperati:re and the preceding
nighttime temperature due to the “inertia” ef-
fect of the Airfloor concrete slab. The hours
cooling versus temperature relationship is tabu-
lated and shown graphically on pages 26 to
30, and is accompanied by an analysis in the
discussion on pages 55 to 60.

A major portion of the data can be analysed
only in light of the energy storage capacity of
the Airfloor system. The thermal lag or
“inertia” of the slab eliminates to a large ex-
tent the dependency between the number of
cooling hours, the magnitude of cooling loads,
and daily temperatures. The slab provided
favorable conditions when the night tempera-
tures were low, but not so low that room heat-
ing was required. Even with a sudder drop in
outside temperature, the slab was able to supply
sufficient energy to keep the room at design
conditions, without vait heating, provided the
temperature did not remain at the low value
for an extended pericd. The slab, being cooled
by the evening and early morning low tempera-
ture air, was then used as a heat sink later in
the day. In contrast to this, when heating was
required in the morning rhen, of course, when
the urits came on cooling, it was necessary to
remove the energy previously stored in the slab
due to the earlier heating. A more comprehen-
sive study of the slab is given in the Load
Analysis Section, pages 55 through 60.
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Layout of Test Facilities
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CLASSROOM BUII.DING — EASTERN EXPOSURE
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CLASSROOM BUILDING — SOUTHERN EXPOSURE
( northern exposure similar )
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CLASSROOM BUILDING — WESTERN EXPOSURE
( before test units installed )
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CLASSROOM BUILDING — WESTERN EXPOSURE
[ after test units installed )

vait A — Typhoon heat pump

unit B — Typhoon heat pump ( test unit )
unit C — Arkla-Servel ( test unit)

unit D — Arkla-Servel
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TYPHOON HEAT PUMP INSTALLATION
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METERING EQUIPMENT RECORDING INSTRUMENTS

TEMPERATURE RECORDER (Supplied by the Edison Company)
LEEDS-NORTHRUP POTENTIOMETER
Catalogue number 61358
Serial number 58-724.3
Range 20° — 120°F,
Volts 115, Amps 1.5
Chart number 312

TYPHOON HEAT PUMP
Electric meter — kilowatt.hours
Southern California Edison Company — #7-560642

AoK) A SEDVEL AIR CONDITIONER
Electric meter — kilowatt-hours
Southen California Edison.Company — #7-560621

Gas meter — cubic foet

Southen Californio Gas Company — #2052146
Water meter — cubic feet

Nep2uns metar — Trident 3/4

114339051

TEMPERATURE RECORDER (Supplied by the Gas Company)
HONEYWELL-BROWN POTENTIOMETER
Mode! 153X60P16-X.31
Serial number 500985, So. Cal. Gas Co. £33800
Range 0° — 150°F.
Vvolts 115, Amps 0.55, Watts 55

HAYES GAS FIRED FURNACE
Chart number 519

Electric meter — kilowatt-hours
Southern California Edison Company — #7-5604%1

Gas meter — cubic feet
Sauthern Californio Gas Company — #2048085

TEMPERATURE RECORDER (Supplied by Airfloor, Inc)
HONEYWELL-BROWN POTENTIOMETER
Model 153X60P16-X-31
Serial number 633170
- Range 0° — 200°F.
Volts 115, Amps 0.55, Watts 55

Chort number 519
TEST EQUEPMENT WET.BULB APPARATUS
Designed.Produced by Airfloor, inc.
TYPHOON HEAT PUMP — Model TAS 31 AH with Calibrated using Fisher Scientific instrument - Psychrometor
supplemental heoter Model 568
Moter :ompressor — 3 1/2 HP
Thermostat — Automatic 2 stage AIR METERING EQUIPMENT
Supply Fan rated capocity — Up to 1600 cfm Paddle type Bachrach flow meter
Capacity cooling* — 35,000 Btu/hr Alnore Velometar - 3200 series

Capacity heating** — 52,000 Btu/hr

Supplemental electric heater — 5 KW, single stegs

Supply fan motor — 1/3 HP; Condenser fan motor — 1/4 HP

* — Based on 95°F. air condenser and air entering
evoporator @ 80°F. db., 67°F. w.b.

*s __ Based on 70°F. return air, 45°F. outside cir. Capacity
includes supplemental heater rating.

ARKLA—SERVEL AIR CONDITIONER — Model 500, Evaporative
Cooler Model TF-10

Thermostat: Automatic, 1 stage

slower: Motor — 1/3 HP
Rated quantity cooling — 1400 cfm
Maoximum quantity cooling — 1700 cfm

Refrigerating capacity*— 42,000 8tu/hr

Hecting capacity — 96,000 Btu/hr

supply Fan Motor — 1/3 HP; Pump Motor 1/4 HP
*— Based on inlet water of 75°F. 444 gph, 1400 cfm, inlet

air 80°F. d.b., 67°F. w.b.

HAYES GAS FIRED FURNACE — Modsl number 210, SED-CF
Maximum air, thru-put — 2560 cfm
Minimum oir, thru-put — 1920 cfm
Btu per hour input — 210,000
8tu per hour output — 168,000
Single stage gas inlet — spiit manifold
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Utility Consumption and Hours of Operation
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The table on page 26 shows the hours the
units operated on the cooling and heating
cycles and the energy consumed, both on a
ronthly basis. The Typhcon Heat Pump unit
and the Arkla-Serv<l unit were controlled by
seven day time clocks and were not permitted
to operate from 4:00 pm Friday to 4:00 am

Monday. The Hayes Furnace unit operation

varied during the year. During most of the
winter months it was operational continuously,
while during the summer there were periods
when it was shut down. This explains the fact
that the Hayes unit consumed more gas than
the Arkla unit for the months of December,
January, and February, for during these colder
months a good part of the weekends required
heating in the rooms. During this period, solely
the weekend operation of the Hayes unit re-
sulted in greater gas consumption than that
portion of gas consumed by the Arkla unit
during the week while operating on the cool-
ing cycle. Except where noted, the averages in
the following tables are based upon operation
from May 1, 1959 to May 31, 1960. The months
of partial operation, April, 1959 and June,
1960, have not been included.

Utility Consumption and Hours of Operation

hours. The Typhoon unit averaged 307 hours
of operation monthly; 164 hours of this time
was in cooling and 143 hours in heating on
the average. The second stage compressor was
in operation apnroximately 30% of the operat-
ing time Most f the heating was don= as first
stage heatin' Of the second stage heating that
did occur, tue major portion came on Monday
morning when, after havir. the units shut
down for the weekends, th: rooms dropped
in temperature below 68°F. Very seldom was
second stage heating required during the week.
During this fourteen-month period, no use was
made of the supplemental electric heater in the
Typhoon unit even though on January 1, 1960,
when no classes were in session, the outside
te.nperature dipped to 38°F.

On pages 29 and 30 there is a plot of the
total number of hours cooling for a weekly
petiod against the average of the daily high
temperatures for that week. Each point that is
plotted is identified by the corresponding aver-
age of the low temperatures for the same
weekly period. The general trend indicates less
cooling was required for lower nighttime tem-
peratures due to the pre-cooling of the concrete

UTILITY CONSUMPTIONS

AVERAGE

TYPHOON HEAT PUMP UNIT

ELECTRICITY 1141 kw-hrs

ARKLA-SERVEL ABSORPTION UNIT

ELECTRICITY 305 kw-hrs
- GAS 14,800 cu.ft.
WATER 174 cu.ft.

HAYES FURNACE UNIT

ELECTRICITY 363 kw-hrs
GAS 8700 cu.ft.

The average monthly time of operation of
the Arkla unit was 167 hours of which 122
hours were cooling and the remainder, 45 hours,
was in heating. For the Arkla unit, the mini-
mum time of cooling for any month was 41

23

MAXIMUM MINIMUM
1,401 kw-kirs 787 kw-hrs
374 kw-hrs 229 kw-hrs
19,300 cu.ft. 9,900 cu.ft.
257 cu.ft. 47 cu.ft.
470 kw-hrs 261 kw-hrs
21,400 cu.ft. 300 cu.ft.

slab. However, when a great deal of heating
had taken place, the cooling cycle had to over-
come the “inertia” effect of the slab and a
greater amount of cooling was required. The
relationship of less hours cooling to lower
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nighttime temperatures for a given high tem-
perature was held to more closely by the Arkla-
Servel unit. This was due to the fact that the
discharge temperature from this unit was higher
than with the first stage operating on the heat
pump. Thus, room design temperature Was ob-
tained more quickly in the Arkla room and the
slab picksd up less energy than the siab of the
Typhoon room even though the circulating air
in the Arkla case was 2 higher mean tempera-
ture, which is readily seen in looking at the
discharge temperatute charts. These graphs
show the off-on cycling of the Arkla unit when
on heating in -contrast to the more continual
operation of the Typhoon unit. The result was
that the Arkla unit had less slab “inertia” effect
to overcome and hence its hours of cooling were
more directly related to the nighttime low
temperatures.
It is significant to note that the maximum
energy consumed in both units for a one month
eriod came in a month in which the average
of the daily high temperatures were nearly the
average daily high temperatures for the year.
In the case of the Typhoon unit, this occurred
in March, 1960 with the Arkla ucit maximum
consumption occurring in March and May,
1960. The effect of units cycling with an
Airfloor distribution system is seen in looking
at the month of coldest weather, January, 1960,
which resulted in energy consumption rates for
both units at about the average rate for the
year. This was also true for the months of
warmest weather duting which classes were in
full-time session, September and October. Au-
gust, during which month classes were held
only until 12:00 noon, had an average high
temperature of 87°F. and the consumption for
the Arkla unit was above avzrage monthly con-
sumption, but the Typhoon was a little below.
The demands in the following table were
measured at different intetvals during the test.
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‘the weekly data to determirine the meter reading

In tables B and C on pages 27 and 28 these
demands are used to compute the energy con-
sumptions and these are, in turn, correlated
against metered consumption. It is seen that
the gas demands of the Arkla Unit were nearly
constant during both heating and cooling while
the electricity demand varied. In the analysis
of the Typhoon Unit, the energy consumed dus-
ing first stage operation was computed by as-
suming the ratio of the number of hours of
first stage cooling to first stage heating, was the
same as the ratio cf total hours cooling to heat-
ing. The instrumentation did not permit
distinguishing between the relative hours of
heating and cooling when operating on either
the first stage or operating on the second stage.
The effect. of the outside temperature on the
electrical consumption of the Typhoon heat
pump was to increase the demand as the tem-
perature increased; the demand on second stage
cooling reaching 5.4 kilowatts with an outside
temperature of 95°F.

The variance between the computed and the
metered consumption can be attributed to
several items. The units were governed by
seven-day, twenty-four hour time clocks, hence,
it was necessary to perform an on-off operation
on Saturday and Sunday of each week. Prac-
tically, this resulted in from three to four hours
of operation on the weekends and this was not
accounted for in the analysis. Further, with the
metered data it was necessaty to interpolate

that occurred on the last day of the month.

It is not possible to determine the ton-hours
of cooling per month for the Typhoon Unit
bécause the percentage of each of the stages
operating during the cooling cycle was not
metered. However, for the Arkla Unit the ton-
hours-of cooling per month based upon rated
cooling capacity were as follows:
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TON-HOURS OF COOLING PER MONTH
BASED UPON RATED COOLING CAPACITY

ARKLA—SERVEL ABSORPTION UNIT

MONTH TON-HOURS TON-DAYS
April 9-30 April 9-30, 1959 263 1.0
May 287 12.0
June 598 24.9
July 525 219
August 725 30.2
September 539 22.4
October 458 19.1
November 336 14.0
December 178 7.32
January, 1960 143 3.95
February 214 8.91
March 458 19.1
April 350 14.6
May 665 277
June 1- 7, 1960 434 18.1
DEMAND RATES
TYPHOON HEAT PUMP UNIT

Cooling: First stage operation ...........ccoevve 24 .26 kw

First and second operation ............. 52-54 kw
Heating: First stage operation ..........c.oenuen. 2.3 kw

First and second operation ....c........ 4.4 -47 kw
Air circulation: Air circvlationonly .............. 540 watts

ARKLA SERVEL ABSORPTION UNIT
Cooling: Gas ....coovvveniiiiinniennns 80 cubic feet . er hour
lectricity oot i e e 1.4 kw
E1 4 12 PP 1.4 cubic feet per hour
Heating: Gas . .« ovvvvvvenniniinivnnns 110 cubic feet per hour
Electricity ...ccovviiiiieiiniinnnnnnss 380 watts
Air circulation: Air circulafion ........ 380 waits
25
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ARKLA-SERVEL ROOM

HOURS COOLING VERSUS WEEKLY AVERAGE HIGH OUTSINE TEMPERATURE
WITH WEEKLY AVERSAGE LOW OUTSIDE TEMPERATURE A5 PARAMETER
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TYPHCON ROOM

HOURS COOLING VERSUS WEEKLY AVERAGE MIGH QUTSIDE TEMPERATURE
WITH WEEKLY AVERAGE LOW OU7Siik %iMPERATURS A4S PARAMETER
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Thermal Environment

The print on page 19 and the photographs
on page 16 show the apparatus and technique of
determining the wet and dry bulb temperatures
and those locations where the temperatures were
recorded. The temperatures recorded on the
Brown Recorder were measured with thermo-
couples, whereas the Leeds Recorder used a
resistance: pickup.

The heat pump and absorption units were
nct optrated from 4:00 pm each Friday to 4:00
am the following Monday. Thus at certain
times of the year, the room temperature reached
extreme values during the weekend periods.
‘The wet bulb temperatures reached abnormally
high values during the weekend periods, since
without the units operating no air was blown
across the supply-air wet bulb apparatus. These
temperatures have been excluded in determin-
ing the monrhly means as shown in Table D
on page 35.

Ac¢ the beginning of the test, room thermo-
stats were calibrated and set with limits of
67°F. and 73°F. In October, 1959 the thermo-
stat in the heat pump room was reset to 68°F.
~— 72°F. and in the absorption room the setting
was changed to 68°F. — 73°F. During the first
week in May, 1960, the thermostats were again
reset. The range on the heat pump room ther-
mostat was dropped to 67°F. — 71°F. and the
absorption room thermostat was reset with
68°F.—72°F. limits. This last change was made
inasmuch as the units were not going on the
coeling cycle until the room temperature
reached 74°F. -- 76°F.

The variation in temperatures at various loca-
tions is shown by temperature graphs. On pages

37 to 54 are temperature graphs for a series of
days having a daily range in outsidé tempera-
tures of 48°F. — 57°F. up t0 a daily range of
56°F. — 96°F. These graphs are arranged in or-
der of increasing daily maximum temperatures.
Each set of graphs includes outside and room
dty-bulb and wet-buib temperatures, floor tem-
peratures, unit discharge temperature, and
supply air temperature.

The room temperatures were recorded at
locations adjacent to the room thermostat and
alsc near walls that were located opposite to
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the thermostat. There were very few occasions
where these two temperatures differed more
than two degrees, generally having a difference
of less than one degree.

Since the Airfloor distribution system has
very high energy storage capacity, and due to
the fact that 209 fresh air was circulated in
the absorption and heat pump rooms, it be-
comes impossible to set an outside tempeia- are
at which hearing or cooling would take place.
Generally it was necessary for the outside tem-
perature to pass below GO°F. before heating
was required even though this temperature in
itself was nov sufficient to cause heating. A fur-
ther requirement was the rate at which the
outside temperature changed. A low of 55°F.
was recorded without the heating cycle operat-
ing because the drop to 55°F. was sudden and
the slab had sufficient energy stored to temper
the air and maintain a room temperature of
68°F. If the heating cycle was not on when
classes began in the morning, then never during
the fourteen month period was heating required
during the class day. That is, the internal load
more than met the heating requirement.

Such was not the case for the test classroom
with the furnace only. This room had 100%
fresh air circulated and hence, the operation of
the furnace was governed much more closely
by outside conditions. This room required heat-
ing much sooner as the outside temperature
dropped than did the other twc test rooms. In
this situation the greater fresh air intake worked
to a disadvantage; however, once there was
internal heat generation in the room, the larger
quantity of fresh air delivery made it possible
to maintain room design conditions for a period
without cooling equipment. In the absorption
and heat pump rooms, wher the outside am-
bient reached to within 10°F. of the room tem-
perature, the room temperature started to rise
at a rate approximately equal to 30% of the
rate of the outside temperature change. This
figure varied slightly depending on the relative
time between the occurence of the change in
the outside temperature and the time of the load
in the classroom. In the rooms provided with
cooling it would have been advantageous to




have had more fresh air not only when the out-
side ambient was lower than the room design
temperature, but on several occasions during
the summer and fall. Occasionally during these
periods, the energy level of the return air enter-
ing the cooling units as measured by the wet
bulb temper~ture was higher than the energy
level of the outside air, even though the out-
side air had a higher dry bulb temperature. Re-
circulating 80% of the return air thus required
more cooling from the units than 1if a greater
quantity.of fresh air had been used. The favor-
able effect of an automatic fresh air mixing
control can be seen in light of these conditions.

Very little can be said conceming the rela-
tionship between outside temperatures and cool-
ing. One of the colder days of the year during
which classes were in session was January 5,
1960; the day’s high being 70°F. The cooling
cycle of both units went on at approximately
9:06 AM when the outside remperature was
53°F. With these units bringing in only 20%
fresh air, the energy generated in the room was
of sufficient magnitude to increase all the air
to 73°F. at which time the units carne on the
cooling cycle. On the other hand, the May 6,
1959 graphs show the cooling cycle coming on
with an outside temperature of 65°F., this oc-
curring between 9:00 am and 10:00 am. The
October 14, 1959 graphs show the cooling cycle
coming on again about 9:30 AM but at an out-
side temperature of 75°F. From the graphs it
is seen that the outside temperature for this
day rose very rapidly. Thus, as long as these
rooms had 20% fresh air intake and were
maintained at a temperature within limits of
the thermostat setting, cooling was required
approximately one and one-half hours follow-
ing the beginning of class, whether the outside
temperature was 55°F., 65°F., or 75°F. The
hours of cooling required were, of course, a

- function of the outside temperature.

The favorable thermal effect of the Airfloor
is seen in the set of graphs for October 14,
1959, during which day the outside temperature
reached 96°F. The air being discharged from
the Hayes blower reached 100°F.; yet even with
the heat generation in the room the rocm tem-
perature did not exceed 87°F. At this same
time the temperature in the absorption room
reached a 77°F. peak and the heat pump room
a peak of 79°F. A comprehensive analysis of
the Airfloor system is presented on pages 59

34

to 60.

The minimum daily high temperature of the
test was 57°F. and occurred on December 31,
1959, when the nighttime low was 48°F. There
were no classes from the 18th of December to
the 4th of January, hence this day would have
required the greatest amount of heating to
maintain design temperatures. The maximum
fioor temperature on this day in the Arkla and
Typhoon rooms was 74°F. In the classroom
with the furnace only, ihe maximum foor icm-
perature reached was 83°F. This was due to
the 120°F. discharge from the furnace in con-
trast to 99°F. maximum discharge temperature
from the absorption unit and 88°F. from the
heat pump unit. The lowest and highest floor
temperatures occurred at the supply trench end
of the rcom. On May 6, 1959 following' seven
hours of cooling, the oor temperature dropped
to 65°F. in the absorption room and 6&°F. in
the Typhoon room. Generally in these twe
rooms the temperatures over the entire floor
were in the 69°F. — 74°F. range. In the room
without cooling, the floor temperature reached
89°F. on October 14, 1959.

The supply or register air delivered into the
room did not vary much in temperature whether
the units were on the heating or cooling cycles.
In the heat pump room the supply or register
air was always at 72°F. plus or minus 3°F.,
while in the absorption room the supply air
was 71°F. plus or minus 3°F. For October 14,
1959, on which day the outside ambient vatied
40°F. (50°F. —96°F.), the supply air in both
rooms provided with cooling varied 3°F. In the
non-cooled room the variation was 14°F.

The rooms during occupancy were held in
the comfort region throughout the test. Gener-
ally, the humidity was in the 30%—60% range
and the dry bulb temperatures in the 69°F.—
78°F. range. There were a few days in which
the outside temperature reach 96°F. and
once during this period, the rocm temperature
reached 80°F. in the cooled room. Excessive
room temperatures occurred when the outside
temperature rose rapidly to values in the 95°F.
— 100°F. region. This condition was caused by
not having any anticipator controls in the sys-
tem coupled with the fact that the units did not
go on the cooling cycle until room temperatures
were 74°F.—76°F. and later 72°F.—74°F., fol-
lowing the resetting of the thermostats.
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Load Analysis

The two test rooms provided with cooling
were subject to very similar exterior conditions,
each having one wall with an eastern exposure
and one with western exposure. The other wo
walls of each classroom were maintained be-
tween G68°F. and 75°F., except during week-
ends when the units were not in operation.
From the plot plans on pages 17 and 18 itis seen
that the third test room, which did not have cool-
ing was oriented the same as the fust two test
rooms; liowever, its adjoining rooms on the
north and south were not provided with cool-
ing and therefore the test room, like the first
two test rooms, had no heat transfer to adjoin-
ing rooms. The only physical difference between
the cooled and non-cooled rooms occurred in
the roof. The cooled rooms, unlike the non-
cooled room, were provided with four inches
of blown-in rock wool roof insulation. The
effect of this was tc increase the thermal re-
sistance approximately 75%. This also in-
creased the time requires] for an outside change
in temperature to become detectable cn the in-
terior. The thermal lag in the roof amounts
to about two and one half hours; that is, the
contribution of the sun's energy to the toral
cooling load at any time is that energy se-
ceived from the sun two and one half hours
earlier.

The lighting, students, and teacher provided
the only heat sources in the room. The lighting
provided 1.62 kilowatts of heating in each of
the rooms {the lighting level was less than 1.8
watts per square foot). From the start of the
test in Spring, 1959 until the close of the Spricg
term, the lights were left on throughout the
da, except for the noon hour; however, begin-
ning in September, 1959 the lights were off
during all the recesses. Following is a typical
schedule of the classes occupying the test
rooms:

Teacher arrival 8:30 - 9:00 AM
Class ?.00 - 9:50
Recass (Outside) 9:50 - 10:00
Cluss 10:00 - 10:50
Recess (Ovtside) 10:50 - 11:00
Class 1:00 - 11:30

57

Lunch (Outside) 11:30 - 12:10 PM
Class 12:10 - 1:00
Break (Outside) 1:00 - 1:05
Class 1:05 - 1:30
Physical Education (Qutside]  1:30 - 1:50
Cluss ’ 1:50 - 2:05

2:30 - 5:00

The children occupied the rooms 3.67 hours
per day on the average. Occasionally the two
classes met together for half an hour during the
day and on occasion the physical education
period (exercises, games, etc.) was held in the
rooms.

The average number of children in the rooms
ranged from twenty in May, 1959 to forty in
September, 1959. The average for the year in
each of the rooms was approximately thirty
childien. The variation in child enrollment is
shown on a monthly basis on page 61. First
graders, ranging in age from six to seven years
of age, occupied both the cooled test rooms. In
the non-cooled test zoom were second and third
graders in the seven to eight year age bracket.
For the internal heat generation calculations,
the children were assumed to liberate 350 Bru
per hour and the teacher 470 Btu per hour. The
internal heat generation therefore totaled ap-
proximately 16,000 Btu per hour.

In the latter part of February, 1960 addi-
tional wet bulb apparatus was installed at th=>
supply register and in the revarn air duct. This
was done to determine the ccoling effect of the
air as it passed through the room; also, know-
ing the discharge condition from the cooling
coils made it possible to determine the tempo-
rary and “flywheel” effects of the Airfloor sys-
tem as well as the amount of cooling provided
by the units. The system was pre-set to utilize
209 fresh 2 under ali conditions.

The air flow rates of the units "vere measured
at 70°F. dry bulb and 58°F. wet bulb. The
Arkla unit delivered 1460 c.f.m. and the Ty-
phoon unit delivered 1700 c.£.m.

The table on page 62 gives the gain in energy
in the air between discharge from the cooling
units and entering the return duct. Also pre-
sented in this table is the energy pickup of the

Teacher departure
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air 2cross the Airfloor system and the coolinig
provided by the units. This data is tabulated
as a function of the dry bulb and wet bulb
temperatures. Also shown in the table is the
lowest temperature occurring in the morning
which has a significant effect. The loads are the
average hourly loads for the period of 1:00 —
3:00 PM.

The table F on page 62 shows that the energy
gain of the air reached a minimum when the
outside temperature was at 85°F. This was true
in both rooms. The energy gain of the air when
the temperature was less than 85°F. was largely
due to a longer period of operation of the unics
on the heating cycle befcre going onto the cool-
ing cycle. The heat gain was also affected by
the duraiion of time between the heating and
cooling cycles and by the length of time the
units were on cooling before the load test
period began. The reason for the importance of
these quantities is the energy storage capacity
of the concrete slab of the Aisfloor system. For
example, if the equipment "vas on heating from
midnight to 9:30 AM, followed by a period of
two hours of cooling before the load test period
began at 1:00 PM, the measured energy gain of
the air would be different than if there was two
hours of heating in the early morning followed
by air circulatior. and then four hours of cooling
before the test began, even though in the latter
case the outside temperature was higher when
the test took place. The air gains more energy

to the recurn register.

The pawural conditions of the atmosphere and
wind velocity contribute significantly to the
heat transfer, as do the number of door open-
ings into the ciassrooms. The former effects
were not noted but the latter was tabulated for
a week’s period and found on the average to be
about thirty door openings per day. As many
as forty-five and as few as twenty-one openings

er day were recorded during the week.

In Table F on page 62 the cooling provided
by the Arkla Servel Absorption Unit and the
Typhoon Heat Pump Unit is also shown plotted
for nine days in May. In computing these loads
as well as the other loads in this table, the
following procedure was used. The dry bulb
and wet bulb :*mperatures were averaged for
the two-hour period from 1:00 PM to 3:00 PM
at the supply register, return register, and out-
side. An average of the dry bulb ternperature
at the discharge of each unit was also obtained.
From the dry bulb and wet bulb data the en-
ergy level of the air was determined. Taking
80% return air and 20% fresh air passing
through 2 sensible cooling process, the energy
level of the discharge air from the units was
found. This procedure is illustrated by looking
at the Arkla room on May 12, 1960 as an
example. Following are average temperatures
between 1 PM and 3 PM taker: at several loca-
tions and the corresponding average energy
levels (h, Btu per pound of dry air) as taken
from the Carrier psychrometric chart.

OUTSIDE AIR

db. wb. bh db. wb. h

] S

87.0° 64.0° 29.2

ARKLA SUPPLY AIR

70.0° 57.3° 247

ARKLA
ARKLA RETURN AIR DISCHARGE AIR
db. wb. b db.
77.5° 61.1° 27.2 53.9°

from the pre-heated siab in the first case than
in the second case and this ends up being
greater than the excess gain in energy due to
the higher outside temperature in the sccond
case ove. the first. In the discussion following,
the effects of the slab are analyzed. When the
outside ambient temperature becomes 90°F., the
load gain from the outside begins to take the
dominant role. The thermal lag of the building
itself prevents the load from increasing more
rapidly with increasing outside temperature.
This is evident in looking at the energy gain of
the air just as it passes from the supply register
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The volumetric flow of 1,460 cfm provided
a mass flow rate, m, of 6,500 lbm/hour. As-
sume the density of the outside and return air
to be the same. With 20% fresh air the energy
level of air entering che unit, hm, was (.2 X ho
—+ .8 X hr) = 27.6 Btu/lbm of d.a. and the
entering dry bulb temperature was (.2 X d.b.to
—+ .8 X db.tr) = 79.5°F. Passing through a
sensible cooling process to a discharge dry bulb
temperature of 53.9°F. gives a discharge wet
bulo temperature of 53.3°F. and an energy
level, he, of 21.2 Bru/lbm of d.a. Continuing
with this example tv compute the load it is
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seen that the energy removed by the Arkia
Uit was:

m (hor-hd ) = 41,700 Beu [bour

The energy gain of the air across the floor was
m{hs-hd) == 22,700 Beu/hour

the energy gain across the room was

m {(h--h) = 16,300 Bru/hour

giving a total gain in energy of the air berween
entering and leaving the room of 39,000 Bru/
hour.

Weekly the temperature apparatus was cali-
brated but was not reset to give correct read-
ings; instead, the corrections were applied to the
recorded data. The calibrations were made on
the wet bulb equipment to =0.5°F. In comput-
ing the change in energy level of the sir
between any two locations it was therefore

ssible to reduce the error in wet bulb data to
0.5°F. This error would result in an error in
the energy level of the air of approximately 0.4
Beu per pound of dry air. In the Arkla installa-
tion with 6,500 pounds of dry air per hour
being circulated, this would result in an error
of nearly 2,600 Btu per hour. The average
cooling provided by the Arkla unit was 41,000
Btu per hour in contrast to its rated capacity of
42000 B per hour. The Typhoor unit pro-
vided an average cooling rate of 40,000 Bru
per hour during this May period compared to
its rated capacity of 35,000 Btu per hour. The
rated capacity of both units is based upon inlet
air at 80°F. dry bulb and 67°F. wet bulb; and
in addicion, the Arkla unit requires inlet water
at 75°F. and 444 gph, whereas the Typhoon
unit require. )5°F. to the condenser for rated
capacity.

Previously it was noted that the effects of the
Airflecor were noticeable. In looking at the
temperature charts on pages 37 to 54 and com-
paring the discharge temperature at any time
to the supply air temperature at the correspond-
ing time, the tempering effect of the slzb is
prorninent. It affects the amount of cooliug and
heating required as pointed out above. The
average daily high temperature during the four-
teen months of the experiment was 79°F. In
order to give quantitative values to its effect the
day of October 14, 1960 was analyzed. (A com-
plete set of temperature graphs for this day
are on pages 49 to 34), The Typhoon Heat
Pump installation was chosen due to the fact
that there was no cycling of the unit when on

the heating cycle. Ocrober 14 was ciosén be-
cause at 1Z:00 AM the discharge air and sup-
ply air were az ihe sime emperature, signifying
equilibrium of the siab at that vemperature. At
5:15 AM the heating cycte came on with second
stage operation. it remained on until 7:40 and
pure air circulation followed umtil 16:00 AM,
after which second stage cooling came on and
remained on until 6:00 PM. Air circulation fol-
lowed until midnight, bringing the slab w
within 1°F. of the temperature it had twenty-
four hours earlier.

A transient analysis involving the sensible
heat change of the concrete slab, revealed that
the top portion of the slab over the Airfloor
ducting reached to within 2°F. of its equilib-
rium temperature at the trench and after the 2.3
hours of second stage heatirrg. The average
over-slab temperature was 90°F. assuming
107°F. discharge from the unit and allowing
3°F. drop in the ducts and supply trench be-
tween the unit and the slab. The average tem-
perature of the over-slzb at the air register, the
point where air leaves the siab, was 72°F. As-
suming the temperature rise varied linearly
across the floor from supply trench to supply
register, a final average temperature of the en-
tire over-slab of 80°F. resulted. this following
2.3 hours of heating cycle cperation discharg-
ing air at 107°F. The mean thickness of the
over-slab was assumed to be 2.5 inches. The
sub-slab analysis resulted in virtually the same
conditions. Before the heating cycle came on,
the average entire slab temperature was 68°F.
Thus, the slab had an average rise in tempera-
ture of 12°F. during the 2.3 hours of heating.
The concrete in each room, covering an area of
900 square feet and having a totai mean thick-
ness of 4.5 inches (sub-sisb was a uniform
thickness of two inches), had a heat capacity of
approximately 11,000 Bru per degree Fahren-
heit temperature change. Thus, during heating
the slab stored about 132,000 But. An addi-
tional amount of energy was stored in the
ground adjacent to the sub-slab. At the trench
end the analysis showed the ground to a depth
of nearly ten its«ches was affected by the heating.
The average c'.ange in temperature of the ten-
inch depth at the supply trench was 2°F. The
effect on the ground at the supply register end
was negligible, thus the energy stored in the
ground amounted to 14,000 Bru. The total

[
[




R
g

,
Wl

stored energy during the heating amounted to
approximately 146,000 Btu.

During the heating period the 7,540 pounds
per hour of dry air supplied to the floor at
104°F. dropped 1o an average temperature of
70°F. at the supply register. The air thus gave
up 63,000 Btu per hour or 143,000 Btu for the
2.3 hour period. At the same time the floor was
transferring energy to the room by radiation
and convection at an estimated rate of 4,500
Btu per hour or 10,400 Btu for the period. This
amounts to a net heat addition to the slab of
approximately 133,000 Btu as compared to
146,000 Btu obtained by the transient analysis.

Following the heating cycle there was a
period of two hours and ten minutes of solely
air circulation during which the slab transfersred
about 12,000 Btu to the room, resulting in a
1°F. average drop of temperature to 79°F. The
cooling cycle of the unit came on at 10:00- AM
and remained on for eight hours, operating on
second stage cooling and delivering air at an
average temperature of 53°F. for the period of
cooling. The average slab temperature follow-
ing the cooling was ¢5°F. which means the slab
had a decrease of 154,000 Btu, or a total de-
crease in scored energy of 179,000 Btu. The air
passing through the floor during this time
picked up 235,000 Btu from the floor, but at
the same time the floor, by radiation and con-
vection, picked up 83,000 Btu from the room,
leaving a net change in the energy transferred
from the slab of 172,000 Btu compared to the
179,000 Btu obtained by the analysis.

The graph on page 63 shows (1) the energy
transferred to or from the floor by the air
passing through the Airfloor, {2) the enesgy
transferred to or from the floor by convection
and radiation and, (3 the net energy trans-
ferred to the floor against the time of day for
October 14, 1959. It is noteworthy that for the
entire day the negative arez on the graph is
greate. than the positive area by 14,000 B,
signifying that there is a decrease in the energy

level of the slab during the twenty-four hour
period of 14,000 Bru or a decrease of temper-
ature of approximately 1°F. in the average
slab temperature. This change is noted on the
graph on page 54 which shows the floor tem-
perature at the register and trench for this day.

The preceding example shows the effect of
the Airfioor when used with a heating-cooing
cycle. The example taken does not represent
the average day, but represents a typical day in
which both the heating and cooling cycles
would be necessary. When the early morning
temperature did not pass below the point where
heating was required, the slab, cooled by the
lower temperature classroom and outside air,
was a potential “sink” for energy of 11,000 Btu
per degree cooled.

In the above example, during the heating
cycle there was approximately 5,000 ‘Btu of
energy being transferred to the room through
the floor while the supply air to the room was
71°F. This is with 107°F. air being discharged
from the heat pump. The tempering effect of
the slab is even more prominent in the case of
the Arkla or Hayes Furnace units, for these
units discharge air up to 120°F.

A similar situation occurs on the cooling
cycie. At 2:00 PM energy was being removed
from the room through the floor at a rate of
16,000 Btu per hour. The 53°F. air being dis-
charged from the unit was put in the room at 2
temperature of 71°F. (This was an average
temperature. The maximum supply register
temperature was 71.5°F. and the minimum was
69°F., occurring after eight hours of cooling.)

During the heating cycle, 50% of the sensible
heat added to the room came by way cf the
floor whiie the remaining 50% was given up
by the air as it passed from @ e supply register
to the return register. During cooling, 53% of
the sensible heat was taken out through the
floor with the increase in sensible energy of the
air passing through the room accounting for the
remaining 47 %.
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TABLE F

PEAK CCOLING LOADS

FOR DAYS DURING MONTH OF MAY 1960 :
LOADS AVERAGED BETWEEN 1 PM — 3 PM
Date | Outside Temperatures | Loads (Across floor and room) Students :
May | Ave. Avg. Morning | Absorption RM. Heat Pump Rm. | Absorption  Heat Pump 3
D.B. WB. Low Disch.-Return Disch.-Return Room Room 1
Btu/hr " Btu/hr 3
16 71 57 58 40,000 44,000 38 33
5 | 73 59 52 46,000 48,000 34 38 1
17| 75 58 57 41,000 42,000 38 37 3
25 | 75 59 54 43,000 42,000 38 34 ]
13 | 80 62 59 39,000 40,000 36 36 1
26 85 62 59 36,000 40,000 38 36 :
12 87 64 60 38,000 38,000 35 35
10 90 64 61 4C,000 42,000 35 37 T,
n | 9 64 62 42,000 42,000 35 36
Date Loads [Across rocms only) Loads {Across Units) f
May | Absorption Rm. Heat! Pump Rm. Absorption Unit Heat Pump Unit ;'
Supply Reg. to Supply Reg. to Btu/hr Btu/hr
Refurn Reg. Return Reg. 3
Btu/ hr Btu/hr i
16 13,000 12,000 36,000 38,000
5 12,000 11,009 44,000 46,000
17 13,000 13.000 40,000 39,000
25 14,000 16,000 42,000 39,000
i3 15,060 14,600 40,000 43,000 :
26 14,000 17,000 39,000 39,000 f _
12 16,000 16,000 40,000 40,000
10 16,000 17 000 42,000 44,000
n 18,000 18,000 44,000 35,0600

ot
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RATE OF ENERGY STORAGE IN SLAB VERSUS TIME OF DAY
October 14,1959
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SUPPLEMENT TO

RESEARCH IN CLASSROOM
THERMAL ENVIRONMENT

AT GARDENHILL SCHOOL

IN LA MIRADA, CALIFORNIA

Operating Costs Prepared for

Southern California Gas Company

By Clarke T. Howatt

Assistant Professor

Department of Mechanical Engineering
University of Southern California

1961
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CLARKE T. HOWATT

ENG:NEERING COMSULTANT
6478 NANCY STREET
LOS ANGELES 45

Sepsember 5, 1961

Southern California Gas Company
810 South Flower Street
Los Angeles, California

Dear Sirs:

Enclosed are the tables containing the monthly electricity, gas and water
consunptions with the respective costs. As per your regquest, these costs
have been obtuined for a "base school", for a “"base school plus twenty-
three Arkla Servel Units or for twenty-three Typhoon Heat Pump units",
and for a "base school with one Arkla-Servel unit or one Typhoon Heat
Punp unit". fThese cases are described on the following pages.

The utility consumptions were obtained from the report entitled:
"Research In Classroom Thermel EZnvironment"

Gardenhill School
La Mirada, California

Additional data was obtained from Southern California Edison Company,
Southern California Gas Company, and Southwest Water Company.

The cost analysis was obtained using the following rate schedules:

Electricity: Southern California Edison Company
Schedule A-4, General Service, Demand Rate

Gas: Southern California Gas Company
Schedule G-2M
Water: Southwest Water Compeny

Four-Inch Meter Schedule

All of the cost figures have been rounded off to the nearest doilar.
Singérely,

Clarke T. Howatt
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Qperating Cost Analysis

A part of the original agreement among the
participating parties, Southern California Gas
Company, Southern California Edison Ccm-
pany, Kistner, Wright and Wrigh, and Airfloor
Company, was to measure energy consumptions
and evaluate operating costs of the absorption
und heat pump systems instailed for the test
ciass rooms at the Gardenhiii School projeci.
Individual sub-meters were instatled o measure
gas, electricity, and water usage by the svs-
tems. These were read and recorded at weekly
intervals

Costs are based upon energy consumptions of
the test units as determined and recorded for
the raonthly periods indicated and upon the
current utility rates applicable at Gardenhill
School.

Analysis I applies to the operating costs of the
actual system under test (one 3.5 ton absorp-
tion unit and one 3 ton heat pump unit). It
indicates a saving of $G7.00 per year or 35.6%
for the absorprion unit.

Analysis I indicates the co:ts, should the
entir~ schooi be provided with cither absorption
or heat pump systems similar to the rest instalia-
ticn. On this basis a possible saving of $1,621.00
or 39.09% for the absorption system is indicated.

Original equipment costs, depreciation, flo
space, maintenance expense have not beer. in-
cluded in this operating cost analysis. For the
completely cooled school it was assumed that
each unit installed would consume the same
energy as ‘was used by the test units. These
recorded consumptions are slightly iower than
the average consumptions that would actually
exist, due to the fact that rhey were used in
rooms with neither northern nor southern ex-
posure; but were installed in rooms which had
cooled rooms adjacent on either side.

In addition, the classrooms with the test units
had first graders dismissed at 2:05 p.m., whereas
the older children remained at school nearly an
hour longer each day. :

In the first analysis, a base school was deter-
mined by taking the total electricity, gas and
water consumed by the entire school and sub-
traciing the energy consumed by one Typhoon
unit and one Arkla unit. A cost was computed
for the energy. To this base energy was added
the monthly consumptions for the Typhoon and
Arkla units in separate cases and for each an
energy cost determined. The base school cost
subtracted from the cost, as determined individ-
u !ly for the test units, gave a net encsgy cost
for the Typhoon and Arkla Units.

In the second analysis, the electricity, gas and
water consumed monthly by the entire school,
apart from encrgy used in comfort heating or

cacling, was determined by subtracting from the
monthly total energy consumption of the school
the sum of energy consumed by two Typhoon
uaits, two Arkla units, and aine Hayes furnaces
(ore furnace per two rooms). This becomes the
base school consnmption in the second analysis
The cost of base school electricity, gas, and
water was derermined by applying the following
rate schedules, respectively: {a) Scuthern Cali-
fornia Edison Schedule A-4 General Service,
Demand Rate; (b) Southern California Gas
Company Schedule G-2M; (¢) Southwest Water
Company Schedule Four Inch Mc-er. The de-
mand t0 appl; to the base school electrical con-
sumption was determined by subtracting from
the metered monthly demand during the test
period the demand of the :wo Arkla units
(2.8K\V), the demand of the two Typhoon
units (10.8K\W), and the demand of the nine
Hayes units (12.6K\).

It was assumed that either 23 Arkla Servel
Units or 23 Typhoon Heat Pumps as used in
thic test would be required to provide complete
ccoling for the school. This was assuming four
units in each of four ciassroom buildings, three
units in a fifth classreom building and four units
in the building whick houses administration,
multipurpose room, cafeteria, and special class-
rooms. The floor area of this building is approxi-
mately 10,000 square feet. For a heat pump or
an absorption unit installation for the sckool,
the base school energy was added to the corres-
ponding energy consumed by 23 heat pumps or
23 absorption units to find the total estimated
energy metered to the school. The cost of this
total enerzy was obtained using the preceding
rate schedules. The electrical demand in the two
cases was obtained by taking the base school
demands for each month and adding either the
demands of 23 Typhoon units with an 80%
diversity factor, or the demands of the Arkla
Servel unit with a 909 diversity factor. The
low diversity factor applied to hesat pumps is
due to the possibility of first stage operation
of severzl of the units when peak demand
occurred.

It is emphasized that these costs are estimated
only for the Gardenhill Elementary School in-
stallation and are not necessarily applicable to
other types of schools or similar schools in dif-

-ent areas, because of diversity and demand
requirements of higher level schools.

The metered electricity, gas, and water for the
test units and for the entire school, as obtained
during the test period, has been interpolated
where ne:essary in order to present the data in
the following tables on a calendar month basis.
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ANALYSIS |

COMPARISON OF ESTIMATED OPERATING COSTS OF AIR CONDITIONING FOR
ONE ARKLA-SERVEL ABSORPTION UNIT VERSUS ONE TYPHOON HEAT PUMP UNIT

MAY Jury SEPTEMBER NOVEMBER JANUARY MARCH MAY
JUNE AUGUS™ OCIOBER DECEMBER FEBRUARY APRIL 10TALS
GARDEKHILL SCHOOL TOTAL CONSUMPTION
Elctricity —~ KWH 14720 14,880 11,840 10,080 12,720 17600 19840 20400 17.440 20,160 22,480 20,080 21,040
Lemond - KW 624 616 336 384 680 696 712 710 480 744 o0 760 716
Gas — cubic fent 140,000 80,000 35000 50,000 90,000 150,000 240,000 350,000 450,000 400,000 340,00" 245000 200,000
Watsr — cubic fast 85000 110000 122,000 140.000 95.000 63.100 44000 38000 8600 4500 28,600 68300 77,500
BASE SCHOOL CONSUMPTIONS — COMMON TO
BOTH SYSTEMS AND COSTS ***
v . Elactricity — KWH 13451 13615 10426 {551 11,493 16,315 18302 19,000 15895 18626 20,770 18550 9,394
N Dumand - KW 556 548 354« 354% 612 628 644 642 612 676 692 692 708
. Gos — cubic faat 130,100 64,000 19,700 33,400 76,100 136,500 226,100 336,800 435,300 386,000 321,700 231,500 180,707
Water — cubic feat 84,834 109,743 121,692 139,690 94,759 67,893 43855 37,923 8553 4428 28,442 68,130 77276
Cost of electricity $265.00 $267.00 $205.00 $182.00 $246.00 $310.00 $338.00 $347.00 $303.00 $346.00 $375.00 $346.00 $349.00
Cost of gos $ 9400 5000 1800 2900 5800 96.00 179.00 26200 333.00 297.00 251.00 18300 123.00
( Cost of water $130.00 16800 13500 212.00 14500 104.00 6800 59.00 50.00##50.00# 50.00##105.06 118.00
- Total cos? $480.00 48507 40800 42300 44900 510.00 S85.UC 668.00 68600 69300 67600 634.00 590.00 $7,296.00
- ARKLA SYSTEM
; Added KWH of electric usogs 763 353 368 374 3% 318 271 229 232 238 309 299 363
; Added cubic feat of gos usage 9900 16,000 16,300 16,600 13900 13,500 13900 13200 14700 14000 18,300 13,500 19,3
' (' Added cubic feat of waoter usags 116 257 308 310 241 207 138 17 47 72 158 170 224
R Totol XWH ~ aleciric usoge 13714 13968 10794 9025 11,831 16633 18573 19229 16,127 18364 21079 18849 19,757
! Demond -- KW 570 562 361% 361% 626 o642 658 656 626 690 706 706 722
Total cubic foet of gas usoge 140,000 80,000 36,000 50000 90,000 150,000 240,000 350,000 450,000 400,000 340,060 245,00¢ 200,000
44 Total cubic fost of water 85,000 110,000 122,000 140,000 95000 68,100 44000 38000 8600 4500 28600 68,300 77,500
! Total power cost $270.00 $27200 $210.00 $187.00 $252.00 $316.00 $342.00 $351.00 $307.00 $350.00 $380.00 $351.00 $355.00
Total gos cast $ ¢800 5900 2600 3700 6500 10300 192.00 271.00 343.00 307.00 26400 194.00 13400
Total water cost $190.00 16800 18600 21300 14500 10500 69.00 60.00 50.00¢ 5000% 50.00%105.00 119.00
Total overall system cost $438.00 49900 32200 437.00 462.00 52400 601.00 68200 700.00 707.00 69400 650.00 608.00 $7,484.00
TYPHOON SYSTEM
Addad KWH - dlectric usogs 1006 912 1045 10s5 889 967 1267 1171 1313 1296 i401 1,231 1283
Total KWK — electric uscge 14457 14527 11472 9706 12,382 17282 19569 20171 17208 19922 22,171 19781 20677
Derond - KW 610 602 322 370 666 382 698 696 666 730 746 746 762
Tatal powar cost $784.00 528400 $220.00 $197.00 $26300 $328.00 $360.00 $368.00 $326.00 $36800 $39800 $367.00 $371.00
Totai averall system cost $508.00 50200 42300 438.00 46600 52800 607.00 689.00 709.00 71500 69900 65500 612.00 $7.551.00
DIFFERENCE BETWEEN “/OTAL SYSTEM COST AliD
BASE COST EQUALS UNAT COST
Arklo unit cost G 9.00 $1400 $ 1400 $14.00 $ 1300 $14.00 $16.00 $14.00 $14.00 $14.00 $ 1800 $16.00 $1800 $ 188.00
Typhaon unit cost 61900 1706 1500 1500 1700 1800 22.00 21.00 2300 2200 2300 2100 2200 $ 25500
Bitference 51000 300 100 100 400 400 600 7€0 900 800 500 500 4005 67.00
| 50 % of Mainum Honthly Demand for | Yeor SAVINGS BY ARKLA UNIT OVER TYPHOON HEAT PUMP = $67.00

w# Monthly Minimuns Charge

w#s8ase School Consursption Equals Tetal Schaol INCREASED COSTS OF OPERATION TF TYPHOON OVER ARKLA = 35.6%
Consumptian fss. 1 Arkla Servel Unit ond
1 Typhoon Heat Pump Base Demand = Totol Demand Less (5.4 +14)

¢

Applicable Rotes:
Electric — Southem Californio Edizon A-4 (Demond Rots )
Gas — Southsm Californio Gas Cempany  G+2 (Costs Colculated an presently sffective rotes)
Water ~ Southwast Woter Company 4" Meter Schedule
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ANAIYSISIL
COMP2 2ISON OF ESTIMATED OPERATING COSTS OF AIR CONDITIONING FOR ENTIRE SCHOOL WITH
23 AxKLA GAS AIR CONDITIONERS VERSUS 23 TYPHOON HEAT PUMPS AT GARDENHILL SCHOOL
MAY JuLy SEPTEMBER NOVEME*R JANUARY MARCH MAY
JUNE AUGUST OCTOBER DECEMBER FEBRUARY APRIL TOTALS
GARDENHILL SCHOOL
TOTAL CONSUMPTIONS
Electricity — KWH 14720 14,880 11.840 10086 12720 17,600 19840 20400 17440 20,160 22,480 20,080 21,040
Demand - KW 624 616 36 384 680 696 7.2 7.0 680 744 760 760 716

140
g

0,000 80,000 26 )0 50000 90,000 150.000 240,000 350,000 450,000 400,000 340,000 245,000 260,000
5,000 110,000 122,000 140,000 95.000 68,100 44,000 38000 8,600 4,500 28,600 68,300 77500

Gas - cubic Teei a4
Water — cubic feet 8

BASE SCHOOL CONSUMPTIONS ***
—~ COMMON TO BOTH

Electricity — KWH 7196 6770 3882 2,22 5166 8390 10214 10500 7,600 9,282 10,590 9,420 9,538
Demand - KW 36.2 354 257% 25.+ 418 434 450 M8 418 482 498 498 514
Gas - ¢ 1ic feat 24,800 2,000 3,400 12,300 31,600 36,600 33800 19,400 35,400 30,900 33,400 32,000 304C0
Water — cubic test 85,000 109,000 122,000 139,000 95,000 68,000 44,000 38000 8,500 4,400 28,000 68,000 77,000
Cost of eledricity $164.00 $157.00 $54.00 $74.00 $135.00 $187.00 $212.00 $216.00 $175.00 $203.00 $222.00 $207.00 $210.00
Castof as $22.00 12.00 500 1200 2800 32.00 3200 2000 3460 3000 3200 36.00 27.00
Costc Yater $130.00 160.00 18600 211.00 14500 105.00 69.00 60.00 50.00%# 50.00 = 50,00##105.00 118.00
Total base cost $316.00 33500 28500 297.00 308.00 324.00 31300 296.00 259.00 28300 30400 348.00 355.00 $4,023.00

ARKLA - SERVEL SYSTEM
CONSUMPTIONS — 23 ARKLA SERVEL UNITS

Added electricity - “WH 6,050 8120 8460 8600 7770 7320 6,230 5270 5340 5480 7,000 6,880 8350
Added gas - cut': feet 228,000 368,000 375,000 382,000 320,000 311,000 320,500 304,000 338,000 322,000 421,000 311,000 443,000
Added water — cubic feet 2,670 5920 7,080 7,030 5540 4760 3118 1,770 1,080 1660 3,640 3,910 5150
TOTAL CONSUMPTIONS
T gl electricity - KWHR 13,246 14,894 12,342 10,822 12,936 15710 16444 1577¢ 12940 14762 17,690 16,300 17,888
Lamand - KW 65 64 40+ 41 n 2 74 74 n 77 9 9 80
Total gas - cubic feet 252,800 380,000 378,400 394,300 351,600 347,600 353,800 323,400 373,400 352,900 454,400 349,000 473,400
Total water — cubic feet 87,670 114.920 129,080 146,130 100,540 72,760 47,110 39770 9,580 6,060 31,640 71,910 82,i50
TOTAL COSTS
Tota! electricity - cost $273.00 $292.00 $236.00 $216.00 $275.00 $312.00 $324.00 $316.00 $275.60 $305.00 $345.00 $327.00 $345.00
Tota! gas - cost $117.00 162.00 161.00 16800 15000 149.00 274.00 260.00 288.00 274G0 34600 27100 225.00
Total water -cost $134.00 175.00 19600 22200 15305 11200 73.00 62.00 50.00%= 50.00+= 5(00#4109.00 125.90
Total cost - Arkla system $524.00 629.00 59300 60600 575.00 57300 671.00 638.00 613.00 629.00 74(00 707.00 700.00 $8,202.00
TYPHOON SYSTEM
ADDED CONSUMPTIONS
Added eleciricity = KW hours 23,140 20,980 24,060 24,270 20,450 22,240 29,140 26,930 30,266 29,810 32220 28310 29,510
TOTAL CONSUMPTIONS
Efectricity - KWH 30,336 27,750 27942 26,492 25616 30,631 39,354 37430 37,800 39,092 42810 37,733 39,048
Damand - KW 136 135 107 112 141 143 144 144 4 148 149 149 151
TOTAL COSTS
Total electricity - cost $570.60 $535.00 $508.00 $494.00 $513.00 $581.00 $695.00 $670.00 $572.00 $696.00 $745.00 $679.00 $698.00

Total cost - Typhoon system $722.00 71300 699.00 71700 686.00 71800 796.00 750.00 756.00 776.00 827.00 8200 843.00 $9,823.00

DIFFERENCE BETWEEN BASE ARD TOTAL COST OF
SYSTEM — COST OF AIR CONDITIONIEG
Cost — Arkla power-waler-gas  $208.00 $294.00 $308.00 $309.00 $270.00 $249.00 $358.00 $342.00 $354.00 $346.00 $437.00 $359.00 $3¢ 179.00
Cost - Typhoon povier $406.00 37800 41400 42000 37800 39400 483.00 454.00 497.00 493.00 52300 47200 4¢ »5,800.00
Ditference $19800 84.00 106.00 11100 10800 14500 12500 112.00 143.00 147.00 86,00 11300 143.00 $1,621.00

% 50% of Maximum Monthly Demand for | Year
##  Monthly Minimum Charge

o 2ase Schaol Equols Total Consumption Less Consumpions SAVINGS BY ARKLA SYSTEM OVER HEAT PUMP SYSTEM = $1,621.00

For 9 Hoyes Unis, 2 Akl Unis, 2 Typhoon Ui, |NICREASED COSTS OF OPERATION OF TYPHOON OVER ARKLA = 39%
Applicable Rates:

Electriz = Southern California Edison A-4{Demand Rate)
Gor - Southern California Gas Company G-2 (Costs Calculated on presently effactive rate)
Yites - Southwest Water Company 4" Matar Schedule

Hote: Applied 90% Diversity

SN -




